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INSTALL (N) 4'-0"W X 3'-0"H WIREGLASS WINDOWS
IN STEEL FRAMES

PROVIDE 1 HR. (N) STUD WALLS
(N) 30"WIDE X 42" HIGH WORKING DESK —PLASTIC LAM. FINISH

EXISTING STORAGE CABINET TO BE RELOCATED
AS DIRECTED BY THE CITY

PROVIDE (N) 6'-0"H X 4'-0"W X 18”D CABINET (N. I. C.)
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EXISTING WORK DESK TO BE RELOCATED.
EXISTING FILE CABINETS TO BE RELOCATED
AS DIRECTED BY THE CITY.

PROVIDE 36" WIDE X 42" HIGH X 1-3/4" THICK
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(N) 4” RUBBER BASE
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(N) RECEPTION AREA

SCALE: 1"=4'-0"

(N) WORK AREA

architecture/planning

1341 N.Miller St.
Suite 210
Anaheim, CA
92806
714-993-0023
Fax: 961-8324
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(N) 12 GA. VERTICAL HANGER ..L

WIRE @ 48" 0/C ALONG EA. 4

MAIN RUNNER

8" MA
(N) MAIN
; RUNNER
g (TYP.)

PERIMETER MEMBER
AT STARTER WALLS

(N) ACOUSTICAL TILES

(N) WIRE TIE AT MAIN &
CROSS TEES TO WALL AT
STARTER WALLS, USE

#16 STAPLE TO ATTACH
WIRE TO WALLS.

NOTE:

ALL INTERIOR WALL &
CEILING FINISHES SHALL
BE INSTALLED IN ACCORDANCE
WITH UBC SECTION 4203

& SHALL BE FLAME

SPREAD CLASS—3 MIN.

NO SCALE

TYPICAL CEILING BRACING
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\ImmA BRACING POINT FROM WALL

/’% WAY—45" DIAGONAL 12 GA.
WIRE BRACING AT 8-0"x12'-0"
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%12 GA. VERTICAL HANGING WIRES
AT 40" 0.0. EACH WAY

~—— WALL LINE =——MAIN T BAR

CROSS T BAR

NO SCALE

DIAGRAMMATIC PLAN-ACOUSTIC CEILING

N
(N) 12 GA. G.l. HANGER—WIRE, 45°
@ 48" 0.C., W/ (3) TIGHT
TWISTS IN'1 1/2"

(1) 1/2" DIAN, COMPRESSION |
dsT’@ 12'-0" O.C. EA. WAY

MAIN-RUNNER

(N) 12 GA. BRACE-WIRE,
45MAX. FROM THE
PLANE OF EA. RUNNER,
W/ (4) TIGHT TWISTS IN
11/2", 2 MAX FROM
INTERSECTION.

(N) CROSS—RUNNER

(N) MAIN-RUNNER

(N) U.S.C. INTERIORS INC. DONN | ;
COMPRESSION-POST #VSA
AT EACH BRACE LOCATION,
W/ 1/8" STEEL POP—RIVET @ ﬁ#
GRID, & #8 TEK SCREW @ TOP v L
PLAN VIEW

NO SCALE
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BRACING AGAINST UP-LIFT




